























Building 5 — Project Scope 63 of 63
Timber Creek Apartments

Unit 22

1) Living Room — Drywall patching across North (12°x8”) and South (12°x8”) walls
and along ceiling at North wall done poorly. Repair patches. Match or re-texture
ceiling in unit.

2) Kitchen — Repair Soffitt (12”x5”). Repair drywall at East wall. (5’x4”).

3) Coat Closet — Repair drywall header.

4) South Bedroom — Replace glass in window. Note: It appears window frame may
also be damaged.

5) North Bedroom — Drywall patching across bedroom wall done poorly. Repair
patching. (20sq ft)

6) HVAC Closet — Replace drywall at West wall, East wall and ceiling.

Unit 23

1) Living Room — Repair drywall at West wall (2°x8’). Repair drywall patches from
previous bad patch job. (approx 20 sq ft)

2) HVAC Closet — Replace drywall at East wall and ceiling.

3) Coat Closet — Repair drywall header.

4) Hall — Replace ceiling and re-texture to match existing (3°x9’)

5) North Bedroom — Replace drywall at North wall. Repair drywall headers at closet
doors.

6) South Bedroom — Replace drywall at North wall. Repair drywall headers at closet
doors. Note: Review windows.

Unit 24

1) Dining Room — Repair hole in wall (1’x1”). Repair existing drywall patch job
(2'x2%).

2) HVAC Closet — Replace drywall at West wall.

3) Kitchen — Replace drywall behind sink. (2°x2”)

4) Hall — Replace entire ceiling (3°x9’) Note: HVAC ducts damaged. Patches at
floor level done poorly. Repair patches (2 sq ft).

5) South Bedroom — Replace drywall at North wall (9°x8’). Repair drywall headers
at closet. Repair bad patch jobs at ceiling and match texture to existing (2 sq ft).

6) North Bedroom — Replace drywall at East wall (8’x9’). Repair drywall headers at
closet. Repair drywall at HVAC vent.
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